PROVIDE FOR RACK:

2-20 AMP 120VAC

DEDICATED CIRCUITS

660 CFM (12,000 BTU/HR)

VENTILATION

AXS-43-26-GG

CRESTRON CNX-PBAR4
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CEN-TRACK

SCIENTIFIC ATLANTA
SA-8300HD #2

MILLWORK FINISHED OPENING
DIMENSIONS FOR RACK

19-5/8"
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TS310 CAXBIPADE 1 4" MINIMUM
FLOOR TO OPENING
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CRESTRON
CNAMPX-12%60.#1
PROVIDE POWER AND VENTILATION REQUIREMENTS FOR RACK
AS INDICATED ABOVE
CENTER POWER OUTLET(S) OR POWER FEED(S) ON BACK WALL
CRESTRON OF OPENING, 10" BELOW OPENING HEIGHT
CNAMPX-12X60 #2
CYBERPOWER
PR1500SWRM2U
Rack Parts List
Item Item Description Label Dims (HxWxD) Quantity
Middle Atlantic AXS-43-26-GG| Enclosure for Millwork and In-Wall | AXS-43-26-GG| 79.938 in (RO) x 19.625 in (RO) x 28.5 in (RO) 1
Middle Atlantic HG| 100 Spray Resistant Rack Screws HG 1
Middle Atlantic LBP-1.5 Lacer Bars LBP-1.5 1
Middle Atlantic PB-5A Mounting Bracket PB-5A 2
Middle Atlantic PD-620-NS Power Strip PD-620-NS 2
Middle Atlantic RSH4S Custom Rack Shelf RSH4S 3
Middle Atlantic TRACK50 Senice Tracks TRACKS50 1
Middle Atlantic TS310 Senice Stand TS310 1
Middle Atlantic VTF1 1 Space Vent Panel VTF1 11
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